
From: Pallister, Donna [mailto:Donna.Pallister@lfr.com]  
Sent: Thursday, October 29, 2009 9:25 AM 
To: Jeffrey Crawford 
Cc: Tremblay, Stephen; Alan Sepe 
Subject: Springfield Street 
 
Jeff, 
  
LFR performed indoor air monitoring at the two Springfield Street Schools on October 22, 2009 
for methane, carbon dioxide, oxygen, carbon monoxide, hydrogen sulfide, and organic vapors.  
All results were below RAWP action levels.  We did not observe any unusual conditions. Results 
of monitoring will be included in the November Quarterly Monitoring report.   
  
On October 26, 2009, we performed additional service on one of the blowers at the elementary 
school.  All blowers are now operating.   
  
Donna 
  
Donna Holden Pallister, PE, LSP 
Senior Engineer 
LFR Inc. an Arcadis Company 
300 Metro Center Boulevard, Suite 250 
Warwick, RI  02886-1751 
main:  401-738-3887 
cell:    401-255-9619 
fax:     401-732-1686 
www.lfr.com 
 


