Jeff,

We inspected the blowers at Springfield Street today and found that the blower at the front of the middle school was off due to high water in the knockout tank. We drained the tank and restarted the blower. After restarting the blower, it appeared that there may still be water in the intake pipes, so we shut the blower off to allow the water to drain, and we will restart the blower tomorrow.

Donna